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When a relay used by the fire alarm control panel to control such events as damper 
closing, elevator recall, fan shutdown, door holders and such, would this relay need to 
be specifically listed with CSFM/UL for that purpose and/or would it need t o be listed 
for “releasing service”?  
Yes. The relay must be listed by SFM for releasing service. The relay may be a 
component of a specifically listed Fire Alarm Control Panel or may be separately listed 
for use with various fire alarm control panels.    
  


